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Independent Testing - For End User Confidence 

 

  

This type of Class E / Category 6 Unscreened Two Connector Permanent Link has been tested by 3P Third Party 

Testing. The testing has shown compliance with the Class E electrical performance requirements of edition 1.0 of 

ISO/IEC 11801-1:2017, edition 1.0 of ISO/IEC 11801-2:2017, CENELEC EN 50173-1:2018 and the Category 6 

electrical performance requirements of ANSI/TIA-568.2-D:2018. The Compliance Statement is valid for the actually 

tested permanent link samples, consisting of the listed components. The Compliance Statement is valid until 7 October 

2024. 

 

 

Cables:    Horizontal Cable (30 - 90 m),  P/N 6 327 24  

   Qualification Status:  Manufacturer verified  

 

Conn. Hardware:  Modular Jack,   P/N LK51 

   Qualification Status:  Manufacturer verified  
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